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ANALYTICAL REPORT

BpP Certificate Number  11-377
Page Number | of 2
Date Received 08/31/11
Date Analvzed 08/731/11

Reference:  BP

LABNO. SAMPLENUMBER DESCRIPTION MATRIX FIBROUS ASBESTOS TYPE

B11-3922 | Gray Quartz None Detected Nane Detectad
Non-friable Mortar
BP- Concrete

B11-5923 2 Gray Quarz None Detected None Detected
Non-friable Mortar
BP- Concrete

Bl1-5923 3 Yellow Binder Mineral Wool 80-85%  None¢ Detected
Friable
BP- Insulation

B11-3925 3A Gray Quartz None Detected None Detected
Friable Mortar
BP- Insulation Coat

BI1-5926 4 Beige Quarnz None Detecied Chrysotile 4-7%
Non-friable Calcium Carbonate
BP- Tar Cover Coat

B11-5927 4A Black Tar Resins None Detected Chrysotile 5-10%
Non-friable
BP- Tar g_/
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Microscopist Approved Signature
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BP

LABNO. SAMPLE NUMBER

ANALYTICAL REPORT

Reference: BP

August 31, 2011

Certificate Number 11-377
Page Number 2of2
Date Received  08/31/11
Date Analyzed 08/31/11

DESCRIPTION MATRIX FIBROUS ASBESTOS TYPE
Gray Quartz, None Detected None Detected
Non-friable Mortar

BP-Concrete

Norma Villégas

Microscopist

Mechod  EFA-SMA-ST “Taterim Micthod i e Determmanon of Asbetos m Buli tnsulation Samgles
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)?7 fite} June 16,2011
ANALYTICAL REPORT
Brandenburg Certificate Number  11-246
2301 W. Paisano Page Number | of |
El Paso, Texas 79902 Date Received 06/16/]1 1
Attention: Bob Prisby Date Analyzed 06/16/11
Reference:  Asarco
LABNQO. SAMPLENUMBER DESCRIPTION MATRIX FIBROUS ASBESTOS TYPE
B11-3484 ROPEG.16.11 Beige Quartz None Detected Chrysotile 50-55%
Friable Caleium Carbonate
Rope Gasket
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Norma Villegas Luis M. Acufia
Microscopist Approved Signature

jethod  EPA-600/M4-82 "Interim Method for the Determination of Asbastos in Hulk Insilation Samples © EPA/BOO/R-93/116 “Meihed for the Determination of Asbestos in Bulk Building Materials™ July 1991 Assigned
percentages are deiernined by visual volume percentages based on chant sides. The corresponding approximate standard error s & 5% for (1-10% range) and = 10% for (11-90% range)  Microscopists are graduates of
MecCrone Rescarch Institule’s “Microscopical Identificaion of Asbestes,” Chicago, ILL of cquivalent National Voluniary Laboratory Accreditation Program (NVLAP) Lab 1D 101870-0

PLM is not consistently accurate in detecting asbestos in low percentages in certain samples, rthus, negalive PLM results zannat be puarantesd. A sampla can be confirmed to be negative by sither TEM or SEM. The above
gnalysis relates only to thase items tested. This repon is confidentis| and cannol be reprodiced without full written epproval by Sun City Analytical, Inc - This document does not represent an endorsement by NISTINVLAP or

any agency of the U § government,

1409 Montana Avenue
[l Daso, Texas 79902

www &caitc.com
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Phone: (915) 533-8840
Fax: (915) 5338843
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Inc. February 13,2013
ANALYTICAL REPORT
ERM Certificate Number  12-78
700 West Virginia St. Suite 601 Page Number 1 of 1
Milwaukee, WI 53204 Date Received 02/13/13
Attention: Brian Meinen Date Analyzed 02/13/13

Reference: Project 0118148

LAB NO. SAMPLE NUMBER DESCRIPTION MATRIX FIBROUS ASBESTOS TYPE
B13-0646  BIS-1 Black Quartz Cellulose 1-3% None Detected
Non-friable Tar Resins
Liner

Norma Villegas k....Lufsﬁ\'/I’ Acufia
Microscopist Approved Signature

Method: EPA-600/M4-82 “Interim Method for the Determination of Asbestos in Bulk Insulation Samples.” EPA/600/R-93/116 “Method for the Determination of Asbestos in Bulk Building Materials” July 1993. Assigned
percentages are determined by visual volume percentages based on chart aides. The corresponding approximate standard error is + 5% for (1-10% range) and = 10% for (11-90% range). Microscopists are graduates of
McCrone Research Institute’s “Mi opical Identification of Asbestos,” Chicago, ILL or equivalent. National Voluntary Laboratory Accreditation Program (NVLAP) Lab ID 101870-0.

PLM is not consistently accurate in detecting asbestos in low per ages in certain samples, thus, negative PLM results cannot be guaranteed. A sample can be confirmed to be negative by either TEM or SEM. The above
analysis relates only to those items tested. This report is confidential and cannot be reproduced without full written approval by Sun City Analytical, Inc. This document does not represent an endorsement by MIST/NVLAP or
any agency of the U.S, government.

1409 Montana Avenue www.suncityairorg Phone: (915) 533-8840
[l Paso, Texas 79902 Frmail: main@scaitc.com Fax: (915) 533-8843
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ANALYTICAL REPORT

April 10,2013

ERM/ Asarco Certificate Number  13-183
2301 W. Paisano Page Number 1 of 1
El Paso, Texas Date Received  04/10/13
Attention: Tyrece Cooper Date Analyzed 04/10/13
Reference: 0118148
LABNO. SAMPLENUMBER DESCRIPTION MATRIX FIBROUS ASBESTOS TYPE
B13-2895  AS-600-01 Gray Quartz None Detected None Detected
Non-friable Mortar
Stock 6001t
B13-2896  AS-800-01-O Gray Quartz None Detected None Detected
Non-friable Mortar
Stock 800ft Outer
B13-2897  AS-800-01-1 Gray Quartz None Detected None Detected
Non-friable Mortar
Stock 800ft Inner
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Microscopist Approved Signature

Method: EPA-600/M4-82 "Interim Meéthod for the Determination of Asbestos in Bulk Insulation Samples " EPA/GO0/R-83/116 “Method for the Deternunation of Asbestos in Bulk Building Materials” July 1993 Assigned
pércentsges are derermined by visual volume percentages based on chart nides The <orresponding 2pproximate standard etror is = 5% for (1-10% range)and = 10% for (1 1-920% range) \i:-roxopb's are gradustes of
MeCrone Research Institute’s “Microscopical Identification of Asbestos,” Chicage, ILL or equivalent National Veluntary Laboratory Accreditation Program (NVLAP) Lab 1D 101870-0

PLM is not consistently aécurate in detecting asbestos in low percentuges in cerain samples, thus, negative PLM results cannot be guuranized. A sample can be confirmed t0 be negative by either TEM or SEM. The above

anaiysis relates only to those items tested  This report is confidential and cannot be reproduced without full written approval by Sun City Analytical, Inc  This document does not represent an endorsement by NIST/NVLAP or
any agency af the U.S. government

1409 Monlana Avenue
Fl Daso, Texas 79902

www.suncilyair.org
F-mail: main@scaitc.com



